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SCHEDULE 1

ESSENTIAL HEALTH AND SAFETY REQUIREMENTS

COMMON REQUIREMENTS FOR EQUIPMENT AND PROTECTIVE SYSTEMS
General requirements

Flameproof enclosure systems

15. If parts which can ignite an explosive atmosphere are placed in an enclosure, measures shall
be taken to ensure that the enclosure withstands the pressure developed during an internal explosion
of an explosive mixture and prevents the transmission of the explosion to the explosive atmosphere
surrounding the enclosure.
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